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A PURPOSE

To provi de gui dance on | EEE St andard 450-1975 rel ative to perfor-
mance and service testing of batteries as provided by an NRR
menor andum dat ed Novenber 1, 1985.

B. BACKGROUND

Region Il requested assistance fromNRR in resolving conflicting
comm tnents, when a licensee conmtted to both the 1975 and 1980
standards of |EEE 450. The conflict concerned the nethod of
conducting performance and servicetestsrelativetobattery testing
and mai ntenance. In Section 1.8 of its FSAR, the | icensee comm tted
to inplenmenting | EEE Standard 450-1975 and in Section 8.1 of its
FSAR, thelicensee commttedtoinplenentinglEEE Standard 450-1980.
Section 8.1 of the FSAR di scusses battery mai nt enance and testi ng.
The 1975 version requires that an equalizing charge and battery
preventive nmaintenance not be conpleted prior to doing any
performance or servicetesting. The 1980 version al so requires that
an equalizing charge and battery preventive maintenance not be
perfornmed prior toservicetestingwhenthe battery test results are
to reflect nmai ntenance practices.

C. DI SCUSSI ON

The licensee in using the 1980 standard considered the use of an
equal i zing charge and/or the performance of preventive battery
mai nt enance, before conducting a performance or service test, to be
an option determned at the discretion of the |icensee. The
licensee did commt inits FSARto the requirenents of Regul atory
Gui de 1.129, "Mintenance, Testing, and Repl acenent of Large Lead
Storage Batteries for Nucl ear Power Pl ants, " whi ch endorses t he 1975
| EEE standard. The licensee in discussions with NRR, agreed to
resolve the conflict in the FSAR and performthe battery service
test in accordance with | EEE St andard 450- 1975, as endorsed by RG
1.129, and del ete any reference to the 1980 | EEE St andard 450- 1980.
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D. CONCLUSI ON
It is the intent of NRR that battery testing conform to |EEE

St andard 450- 1975 as endorsed by RG 1.129. This requires that
performance and service testing
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refl ect mai ntenance practices, and be acconpli shed wi t hout doi ng an
equal i zi ng charge and/ or preventive battery nai ntenance prior to
perform ng these tests.

E. REFERENCE

The guidance provided in this directive was extracted from a
menor andum from Hugh L. Thonpson, Jr., Director, D vision of
Licensing, NRR to Charles E. Norelius, Director, Division of
Reactor Projects, Region |11, dated Novenber 1, 1985, subject:

Perry 1 Battery Testing Requirenents Clarification (TIA85-39). The
menorandum is available in the Docunment Control System (DCS
m crofi che #68137-361).
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